**Specifications Table**TableSubject areaEngineeringMore specific subject areaEnergy engineeringType of dataGraphsHow data was acquiredSurvey, measurements \[Wi-LEM (Wireless Local Energy Meters)\]Data formatAnalyzedExperimental factorsData collected through power (3-phase high currents) monitoringExperimental featuresThe system allows to measure continuously and in real-time the energy consumption of electricity loads through a network of wireless sensors that communicate using the IEEE 802.15.4 standard.Data source locationFrazione Roata Rossi, Cuneo (Italy)Data accessibilityData is within this article

**Value of the data**•Assessment of load profiles of some industrial machineries.•May be used to create benchmarks of some industrial machineries.•May be used as input of optimization models, such as [@bib2], for industrial settlements.

1. Data {#s0005}
=======

Data reported in this article refer to power consumption measurements. Different machineries were monitored in an agro-industrial test site and the data here presented allow to identify the pattern of load profile of the most important machines of the factory.

2. Experimental design, materials and methods {#s0010}
=============================================

The power profiles were monitored through a Wi-LEM (Wireless Local Energy Meters) system, supplied by LEM, a worldwide leader in current transducers production. LEM current transducer are very useful in an industrial context where 3-phase high currents have to be measured, and they allow acquiring measurements without modifying the already existent plant wiring.

Data refer to the years 2013--2014 and were derived in order to characterize the power demand of the test-site. The monitoring was specifically put in place by the CSP partner. Considering the budget restrictions, the following machineries were monitored:•Corncob crasher.•Seeds micronizer at low temperature.•Crasher F1.•Crop micronizer.•Crasher F2.

For each machinery, the design power and the measured one were compared. In particular, the following parameters were studied for each machinery:•Peak power at the start up and duration.•Mean power during normal working conditions and duration.•Pattern of the load profile.•Energy use.

In the following paragraphs, a summary of the results for each machinery is reported.•Corncob crasher.

The total installed power to complete the various processing phases is equal to 216 kW. The mean monitored power during actual working conditions is around 90 kW. The peak power at the star-up is equal to 600 kW. The energy use, for a 10 h cycle is equal to 890 kWh.

The profile pattern summarizes one month of measurements (March 2013) and it is very regular as can be seenin [Fig. 1](#f0005){ref-type="fig"}.•Seeds micronizer at low temperature.

While the installed power of the machinery is equal to 90 kW the mean monitored power during actual working conditions was equal to 19 kW. The maximum monitored peak power was equal to 90 kW. The energy use can be estimated at 456 kWh/day.

The cycle is very irregular as can be seen from the graph of [Fig. 2](#f0010){ref-type="fig"} (from 17 to 21 June 2013). No patterns can be identified. The machinery works continuously in different conditions.•Crasher F1.

For this machinery total installed power and mean monitored power are very similar and equal to 25 kW. The peak power at the star-up is equal to 25 kW. The energy use can be estimated at 190 kWh/day.

The profile pattern irregular as can be seen from the graph of [Fig. 3](#f0015){ref-type="fig"} that summarizes a period of measurement (14--17 October 2013)•Crop micronizer.

The total installed power to complete the various processing phases is equal to 127 kW. The mean monitored power during actual working conditions is around 30 kW. The peak power at the star-up is equal to 90 kW. For this machinery, the available data were too scarce to identify energy use and typical load profiles.•Crasher F2.

The total installed power to complete the various processing phases is equal to 45 kW. The machinery has two different working conditions (part load and full load). At part load, the mean monitored power during actual working conditions was equal to 35 kW with a spike peak power of 70 kW, while at full load the mean power is equal to 45 kW and the spike power was 100 kW. The mean daily energy use is equal to 840 kWh.

The profile pattern is varied but some regularity can be found (e.g. two steps -- full load and part load -- of functioning) as can be seen from the graph of [Fig. 4](#f0020){ref-type="fig"} that summarizes one month of measurements (January 2013).
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